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Building 1, Floor | - Specific Survey Findings
Project No. VAMC: 10013.00-IN

Project: Main Building, 1% Floor Inspector(s): James Reber
VA Medical Center Thomas Ferro
Wilkes-Barre, PA 18711 Date(s): 2/2010-3/2010

HOMOGENEOUS
LOCATION MATERIAL QUANTITY CONDITION SAMPLE # WITH SAMPLE # ASBESTOS CONTENT

1% Floor, W wing, room C1-01

Floor Rug over red brown 9” X9” floor tile 280 ft? N/A 4/12-03 N/A 15% Chrysotile

Walls Sheetrock/plaster N/A N/A N/A N/A Non-suspect

Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect

Univents Transite panels 32-64ft? Damaged Assumed

1% Floor, W wing, room C1-02 (suite)

Floor Rug over floor tile 360 ft’ N/A 4/12-01 N/A 3% Chrysotile

Mastic 360 ft? N/A 4/12-02 N/A 10% Chrysotile

Walls Sheetrock/plaster N/A N/A N/A N/A Non-suspect

Ceilings 2’ X 4’ ceiling tiles N/A N/A N/A \% Non-suspect

Plaster N/A N/A N/A N/A Non-suspect
1* Floor, room C1-03
Floor Rug over floor tile N/A N/A N/A N/A Non-suspect
12" X 12" floor tile 160 ft? N/A N/A Prev. tested pos. >1%
Floor tile mastic 160 ft? N/A N/A Prev. tested pos. >1%
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Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2' X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
1% X 12" ceiling tiles (above 2' X 160 ft2 N/A N/A 1-195 None detected
Univents Transite panels 20-40 ft? Damaged N/A N/A Assumed
1% Floor, room C-1-03A
Floor Rug over tile N/A N/A N/A N/A Non-suspect
” " ; . 2 Previously tested >1%
12” x 12” floor tile and mastic 200 ft N/A N/A positive
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
12" X 12" ceiling tiles (off white w/ N/A N/A 1-195 N/A None detected
grainy surface) —above 2’' X 4
Univents Transite panels 20-40 ft? Damaged N/A N/A Assumed
1°' Floor, W wing, room C1-05 (suite) — 05, 06, 07, 08, 09, 10, 11, 12, 13
Floor Rug over concrete or platform N/A N/A N/A N/A Non-suspect
Walls Sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2' X4’ ceiling tile N/A N/A N/A N/A Non-suspect
12" X 12” ceiling tiles ( white
w/rows of holes) — above 2’ X 4 N/A N/A N/A 1-187 None detected
Univents 'rl;]rlz;r;;sr:ge) panels (one front panel 100-200 ft* Damaged N/A N/A Assumed
Over ceiling, far S Duct insulation (black mastic over Not found N/A N/A 6-96 Not found
wall cork)
Chases + over ceiling Assumed
in room next to ladies | Pipe insulation (C1-11) 12 LF Good N/A N/A
room
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1*' Floor, W wing, ladies’ (C1-14) and men’s (C1-15) rooms across from C1-05

Ir:ev;il/“:;tev;egéms Pipe insulation 5LF Good N/A N/A Assumed
1% Floor, W wing, electrical closet (E of stair #1)
Pipe riser E(ifr’lf) insulation (black mastic over 10LF Good N/A 6-96 8% Chrysotile
1% Floor, room C1-18
Floor Jﬁwﬁnlfd :r?("gr rg;’ [g']ig:‘ﬂte%;ay 100 ft? N/A N/A 6-105 None detected
Floor tile mastic 100 ft? N/A N/A 6-106 5% Chrysotile
Ceilings 2’ X 2’ ceiling tiles N/A N/A N/A N/A Non-suspect
Univents Transite panels 24-48 ft* Damaged N/A N/A Assumed
1* Floor, room C1-19
Floor ic. Removed N/A N/A N/A N/A N/A
Black-mastie-Removed 150 ft? N/A N/A N/A N/A
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Univents Transite panels 8-16 ft? Damaged N/A N/A Assumed
1* Floor, rooms C1-21B and C1-21C and C1-20
Floor Rug-over-floortile --Removed N/A N/A N/A N/A N/A
12" X142 floor-tile - Removed 150 ft* N/A N/A N/A N/A
Walls Plaster/ sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tiles N/A N/A N/A N/A Non-suspect
Univents Transite panels 16-32 ft? Damaged N/A N/A Assumed
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1% Floor, W wing, room C1-21A - Removed and is part of C1-22A now
Floor - Removed 525 ft* N/A N/A N/A
Floortile-mastic - Removed 525ft? N/A N/A N/A
Walls Sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tiles N/A N/A N/A N/A Non-suspect
1% Floor, room C1-22A (and also C1-21B and C1-21C)
Floor (raised floor; » » : ;
tiles not found 2 } - Removed N/A N/A N/A 6-103 5% Chrysotile
underneath)
Floor-tile-mastie - Removed N/A N/A N/A 6-104 5% Chrysotile
Previously tested o
Walls Sheetrock N/A N/A N/A positive >1%
o A il 4 Previously tested N
Ceilings 2" X4 ceiling-tiles - removed N/A N/A N/A positive >1%
1% Floor, room C1-22
Floor 12 e;(kl)z " floor Otr'f((cwlr[gg’ brown 150 f2 N/A NIA 6-103 506 Chrysotile
Floor tile mastic 150 ft? N/A N/A 6-104 5% Chrysotile
12” x 12” floor tile (off white w/tan 2
marks) -W room 150 ft N/A N/A 3-165 None detected
Floor tile mastic- W room 150 ft? N/A N/A 3-166 5% Chrysotile
Ceilings 2’ X 4’ ceiling tiles N/A N/A N/A N/A Non-suspect
C1-22E has pipe insulation — 8 LF, good. Same floor tiles as C1-22 — 484 ft> Has suspect drywall on S wall - 30ft*>, damaged
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1% Floor, mechanical room behind C1-22 (on drawings as C1-22C)
Floor :nZ;r)k(S;Z" floor tile (off-white w/tan 400 ft? N/A N/A 3-165 None-detected
Floor tile mastic 400 ft? N/A N/A 3-166 5% Chrysotile
1% Floor, room C1-23
Floor Rug N/A N/A N/A N/A Non-suspect
12" X12' floor tile 400 ft? N/A N/A N/A Assumed
Floor tile mastic 400 ft? N/A N/A N/A Assumed
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
gt;c;\tlgrceiling ties & Pipe insulation 10 LF Damaged N/A N/A Assumed
1°' Floor, room C1-24 and C1-27 (Armory)
Floor ;de‘,;lj ?;nﬂ%ooruﬁli)(ﬁ white witan N/A N/A N/A Non-suspect
Floor tile mastic N/A N/A N/A Non-suspect
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2' X 4’ ceiling tiles (worm markings) N/A N/A N/A N/A Non-suspect
Univents ;I;r;r:)svié%? anels ( front panels 24-48 ft? Damaged N/A N/A Assumed
Chases Pipe insulation N/A N/A N/A N/A Assumed
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1% Floor, room C1-28

Floor Rug over concrete N/A N/A N/A N/A Non-suspect
R em 0‘\/; q 200 ft? N/A N/A N/A Assumed
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings \i/éiig?ril igg Ctli(l ?n(gii\rllvgg)e 200 ft? N/A N/A N/A Non-suspect
Univents Transite panels 24-48 ft? Damaged N/A N/A Assumed
1* Floor, Room C1-32
Floor Rug over concrete N/A N/A N/A N/A Non-suspect
Walls Sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 2’ ceiling tile- new \% \% \% \% Non-suspect
Chases Pipe insulation — no view in chases | indeterminate N/A N/A N/A Assumed
Univents Transite panels 16-32 ft? Damaged N/A N/A Assumed

1% Floor, rooms C1-32-A and C1-32B — No suspect materials observed
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1°' Floor, E wing, room C1-30

Floor 9” X 9” floor tile (brown) 25 ft? Good N/A N/A Assumed
Floor tile mastic 25 ft? N/A N/A N/A Assumed
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
1% Floor, E wing, room C1-35A
Pipes E('fr’lf) insulation (black mastic over 12LF N/A N/A 6-96 8% Chrysotile
1* Floor, rooms C1-36 and C1-37
Ceilings 12" X 12" ceiling tiles (white, 20-30 &2 N/A 1-187 N/A None detected
perforated)
2’ X 2’ ceiling tiles N/A N/A N/A N/A Non-suspect
Ceiling tile mastic 20-30 ft? N/A 1-188 N/A None detected
Univents Transite panels 32-64 ft? Damaged N/A N/A Assumed
1* Floor, E wing, room C1-36A
S wall Pipe insulation 30 LF S(ljgnlflcant N/A N/A Assumed
amage
Univents Transite panels 8-16 ft? Damaged N/A N/A Assumed

Comments: Behind the plaster fascia, there is a pipe chase which runs E to W on the S wall. Suspect pipe insulation may exist within the chase, and this situation may exist
in all rooms within this area

1*' Floor, room C1-38

Floor Rug over concrete N/A N/A N/A N/A Non-suspect
Walls Sheetrock N/A N/A N/A N/A Non-suspect
Ceilings ?ZX 2 ceiling tiles- new and 12 X N/A N/A N/A N/A Non-suspect
Univents Transite panels 40 — 80 ft? Damaged N/A N/A Assumed
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Adelaide Environmental Health Services, Inc. — Project No. VAMC:10013.00-IN

7 of 26




X - Building 1, Floor | - Specific Survey Findings
A WA Project No. VAMC: 10013.00-IN
AN W

— —

Adelaide

1°' Floor, E wing, rooms C1-43,C1-44, C1-45, C1-51, C1-52, 56A — No exposed suspect asbestos materials observed

1° Floor, E wing, rooms C1-39, C1-40, C1-41, & C1-42

Univents Transite panels 50 ft Damaged N/A N/A Assumed

Comments: Except for C1-42, the front transite panels have been removed. The rear could not be observed at the time of this inspection and could be present.

1* Floor, room C1-53

Pipe in SW corner Eé%?jllt?jr? lation in chase- can't see N/A N/A N/A N/A Assumed

1* Floor, room C1-54

Floor Rug over concrete N/A N/A N/A N/A Non-suspect

Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect

Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect

Above ceiling tiles Pipe insulation (SE corner) 5LF Good N/A N/A Assumed

Univents Transite panels 16-32 ft? Damaged N/A N/A Assumed

1% Floor, room C1-56-B, C1-56C (Corridors)

Floors 122 X412 floor tile-Terrazzo N/A N/A N/A N/A Non-suspect
Floor tile-mastic N/A N/A N/A N/A N/A

Walls Plaster/ N/A N/A N/A N/A Non-suspect

Ceilings 2' x 4’ ceiling tile over fireproofing N/A N/A N/A N/A Non-suspect

VA Medical Center, Main Building, 1* Floor
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1* Floor, C1-56

12” X 12” floor tile (brown w/ white,

Floor gray and dark brown marble effect) 480 ft? N/A N/A 1-01 None detected
Floor tile mastic 480 ft? N/A N/A 1-02 3% Chrysotile
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tiles (concrete deck) N/A N/A N/A N/A Non-suspect
Above ceiling \E’VE’IE insulation (runs down into SW- | 15 54 | Sé%r;gfga:t N/A N/A Assumed
Univents Transite panels 32-64 ft? Damaged N/A N/A Assumed
1* Floor, room C1-55
Floor Rug over floor tile N/A N/A N/A N/A Non-suspect
12 X 12" floor tile 160 ft? N/A N/A N/A Assumed
Floor tile mastic 160 ft* N/A N/A N/A Assumed
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 12" X 127 ceiling tile N/A N/A N/A N/A Non-suspect
Univents Transite panels 16-32 ft? Damaged N/A N/A Assumed
1% Floor,-smoking-area NOT FOUND — Non-existing
Floor 12" X142 floor tile-(off-white-wi-tan 625 ft° N/A 8-281 NIA None detected
& dark tan mottles)
Floor-tile-mastic 625 ft* NIA 8-282 N/A <1% Chrysetile
Walls Plaster N/A NIA NIA N/A Non-suspect

VA Medical Center, Main Building, 1* Floor
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1% Floor, room C1-59

Floor 12" X 12” floor tlle'(off-whlte wigray 115 ft2 N/A N/A Prewous.ly tested >1%
mottles) and mastic positive

Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect

Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect

Above & behind Pipe insulation 20-30 LF N/A N/A v N/A Assumed

plaster

1 Floor, ladies room (C1-60) & men’s room (C1-61) plus C1-58 (vestibule)

Above ceiling and in

wall_s where it was Pipe insulation N/A Damaged N/A N/A Assumed

partially removed and

replaced w/ fiberglass

Comment: C1-58 vestibule — 18 LF of pipe (aircell). Nothing above men’s room/no access to ladies room ceiling

1*' Floor, room C1-62

Floor Ceramic Tile N/A N/A N/A N/A Non-suspect

Walls Tile N/A N/A N/A N/A Non-suspect

Ceilings 2' X 4’ ceiling tile N/A N/A N/A N/A Non-suspect

1* Floor, room C1-63

Floor Rug over concrete N/A N/A N/A N/A Non-suspect

Walls Tile N/A N/A N/A N/A Non-suspect

Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect

VA Medical Center, Main Building, 1* Floor
Adelaide Environmental Health Services, Inc. — Project No. VAMC:10013.00-IN
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1* Floor, C1-64

Floor Rug over concrete N/A N/A N/A N/A Non-suspect
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2 X4 ceiling tile (white w/ N/A N/A N/A N/A Non-suspect
striations)

1°' Floor, room C1-65, C1-66, C1-67, C1-68

Floor Rug over concrete N/A N/A N/A N/A Non-suspect
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tile N/A N/A N/A Previously tested Non-suspect

Comments: In rooms C1-63 through C1-68, suspect asbestos insulation possible on pipes above plaster ceiling

1°' Floor, W wing, room C1-70

Floor Rug over 127 X 12" floor 185 ft? N/A N/A N/A Assume
tiles/mastic

Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect

Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect

1* Floor, room C1-71 and C1-70-A

Floor Rug over brown 9X9 floor ile and 360 ft2 N/A N/A N/A Assumed
mastic

Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect

Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
12" X 12" ceiling tile (white w/rows 160 ft2 N/A N/A 1-187 None detected
of holes) — above 2’ X 4

VA Medical Center, Main Building, 1* Floor
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1% Floor, W wing, room C1-72

Floor Rug over leveling compound and 180 ft? N/A N/A N/A Assumed
brown 9X9 floor tile and mastic

Walls Plaster N/A N/A N/A N/A Non-suspect
Sheetrock joint material N/A N/A 1-196 N/A None detected

Ceilings 2’ X 4’ ceiling tiles N/A N/A N/A N/A Non-suspect
12" X 12" ceiling tiles (off-white w/ 150 ft? N/A N/A 1-187 None detected
holes) — above 2' X 4

1°' Floor, W wing, rooms C1-74a, C1-74, & C1-73

Floor Rug over brown 9X9 floor tile and 450 ft2 Good N/A N/A Assumed
mastic

Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect

Ceilings 2’ X 4 Ceiling tile N/A N/A N/A N/A Non-suspect
12" X 12" ceiling tiles (white w/rows 380 ft2 N/A N/A 1-187 None detected

Comments: Ne

of holes) — above 2'X4’

—Checked - Floor tile found

1*' Floor, room C1-76

Pipes Pipe / fitting insulation 4-6 LF N/A N/A N/A Assumed

1* Floor, room C1-77

Floor 9" X 9" floor tile (white w/ black 110 ft2 N/A N/A N/A Assumed
flecks)

Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect

Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect

VA Medical Center, Main Building, 1* Floor
Adelaide Environmental Health Services, Inc. — Project No. VAMC:10013.00-IN
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1°' Floor, hall by main elevator
Floor Terrazzo tile N/A N/A N/A N/A Non-suspect
Walls Marble N/A N/A N/A N/A Non-suspect
Ceilings 2' X 2 ceiling tile N/A N/A N/A N/A Non-suspect
1% Floor, main hall (mental health to Chapel Hall) (C1-18)
Floor Jvilt)é/(]irlj?a%r rtr':;t(lt:;‘) w 2696 ft? N/A N/A 8-039 None detected
Floor tile mastic 2696 ft? N/A N/A 8-040 2% Chrysotile
1*' Floor, security locker room by stair # 3 (C1-78)
oo Jvzhl é/gfovgr?%glgl(ecgggg{?te wi 40 ft? N/A N/A 7-86 None detected
Floor tile mastic 40 12 NIA NIA 7.87 5% Chrysotile
Walls Plaster N/A N/A N/A N/A Non-suspect
Ceilings Ceiling tile N/A N/A N/A N/A Non-suspect
Univents Transite panels 4 ft? Damaged N/A N/A Assumed
1°' Floor, N wing, N1-71 ( Not on plans or in field)
Floor Rug over leveling compound N/A N/A N/A N/A Non-suspect
Walls Plaster/carpeted panels N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
Above ceiling tile Pipe insulation 8 LF Damaged N/A N/A Assumed
Univents Transite Panels 16-32 ft? Damaged N/A N/A Assumed

VA Medical Center, Main Building, 1* Floor
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1% Floor, N wing, room N1-80

Floor |1| gz;;tx&1(jz;:ll<oc?|?\/t¢i=,lerr1(o?rlf:sv)h ite wf 216 ft? N/A N/A 1-286 5% Chrysotile
Floor tile mastic 216 ft? N/A N/A 1-287 3% Chrysotile
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
1% Floor, N-wing, room-N1-81 (room-N-of N1-80)
Floer Rug-over-floor-tile NAA NAA NAA NAA Nen-suspeet
12 X42 foor tie{ofi-white wlight | 300 g2 NIA NIA 1-286 5% Chrysotite
Fleortile-mastic 3004t NAA NAA 1-287 3%-Chrysotie
Walls Plaster/Sheetroek NA NA NA v Nen-suspeet
1*' Floor, N wing, room N1-86D
Floor Rug over tile N/A N/A N/A N/A Non- suspect
;tzre;(klz floor tile ( white w/ black 560 ft 2 NIA N/A 8-028 10 % Chrysotile
Floor tile mastic 560 ft 2 N/A \% 8-029 5% Chrysotile
Walls Plaster/ sheetrock N/A N/A N/A N/A Non- suspect
Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non- suspect
Above ceiling tile Pipe insulation 20-25 LF Damaged N/A N/A Assumed
Univents Transite panels 64-128 ft Damaged N/A N/A Assumed

VA Medical Center, Main Building, 1* Floor
Adelaide Environmental Health Services, Inc. — Project No. VAMC:10013.00-IN

14 of 26




Building 1, Floor | - Specific Survey Findings

A W Project No. VAMC: 10013.00-IN
AR )
— —
Adelaide
1% Floor, N-wingroomjust S-of N1-81
Floor Rug-overfloortile NIA NIA NIA NIA Non-Suspect
2x42 (G'W'"‘e; wHight-and 160t NIA NIA 1-286 5% Chrysetile
Floor-tile-mastic 1602 N/A N/A 1-287 3% Chrysetile
Walls Plaster/sheetroek NIA NIA NIA N/A Non-suspeet
1*' Floor, N wing, room N 1-82
12" X12” Floor tile ( off-white w/ . 2 _ 0 ;
Floor light & dark olive mottles) 80-100 ft N/A 1-286 N/A 5% Chrysotile
Floor tile mastic 80-100 ft? N/A 1-287 N/A 3% Chrysotile
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
12" x 12" ceiling tile (white w/ rows .
of holes) —above 2’ X 4 N/A N/A N/A Previously tested <1%
1*' Floor, N wing, room N1-83
Carpet over 12” X12” floor tile (tan 2
Floor w/ white/dark tan mottles) 250 ft N/A N/A 8-039 None detected
Floor tile mastic 250 ft? N/A N/A 8-040 2% Chrysotile
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
12" X 12" ceiling tiles N/A N/A N/A N/A Non-suspect
Above ceiling Pipe insulation (can’t see above N/A N/A N/A N/A Assumed

tile/plaster ceiling

plaster)

VA Medical Center, Main Building, 1* Floor
Adelaide Environmental Health Services, Inc. — Project No. VAMC:10013.00-IN
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1% Floor, N wing, room N1-85

Floor Rug over concrete N/A N/A N/A N/A Non-suspect
Walls Marble/plaster N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tile 216 ft* Damaged N/A 2-121 5% Chrysotile
Comments: No access above ceiling tiles within this area due to the asbestos content of the ceiling tiles.
1% Floor, N wing, room N1-86 and Mechanical room Labeled N1-89 on drawings(which is labeled twice)
Floor ;ﬁré;ﬁrj;i’lg')e (white w/tan & 960 ft2 N/A N/A 5-69 None detected

Floor tile mastic 960 ft? N/A N/A 5-70 5% Chrysotile
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2' X 4’ ceiling tile N/A N/A N/A N/A Non-suspect

Ceiling-tite - Removed N/A
Above ceiling tile Pipeffitting insulation (N1-86) 20-25 LF Damaged N/A N/A Assumed
Pipes in Mech N1-89 | Valve Fitting Insualtion 1LF Slijg;r::i;gagt N/A N/A Assumed
Univents Transite panels 64-128 ft? Damaged \% N/A Assumed
1% Floor, N wing, room N1-89 (Room between N1-86D and N1-79)

12" X12” floor tile under rug 250 ft* N/A N/A 1-286 5% Chrysotile
Floor Mastic 250 f2 N/A NIA 1-287 3% Chrysotile
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
In chase Pipeffitting insulation 20-30 LF Good N/A N/A Assumed
Univents Transite panels 16-32 ft? Damaged N/A N/A Assumed

VA Medical Center, Main Building, 1* Floor
Adelaide Environmental Health Services, Inc. — Project No. VAMC:10013.00-IN
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1% Floor, N wing, room N1-91

Pipe riser Eé)?i) nsulation (black mastic over 10 LF Good N/A 6-96 8% Chrysotile
1°' Floor, N wing, room N1-92 and N1-93 (bathroom)
122 X 42" floor-tile{gray/green-w/ 160ft* (N1-92) i
Floor : S Removed 50ft’ (N1-03) N/A 1-190 N/A N/A
Floortile-mastic- - Removed 160 ft? N/A 1-191 N/A N/A
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
Above ceiling tile and | ;0 s 1ation >30 LF Good N/A N/A Assumed
plaster
Univents (N1-92 only) | Transite panels 16-32 ft? Ségnlflcant N/A N/A Assumed
amage
1*' Floor, N wing, room N1-95 and N1-94 (bathroom)
Floor 12° X 12" floor file (gray/green w/ 150 ft? Good NIA 1-190 5% Chrysotile
white & gray mottles)
Floor tile mastic 150 ft? N/A N/A 1-191 10% Chrysotile
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
Above ceiling tile Lo .
(over W wall) Pipe insulation 20 LF Good N/A N/A Assumed
Univents Transite panels 16-32 ft? Damaged N/A N/A Assumed

VA Medical Center, Main Building, 1* Floor
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1* Floor, N wing, rooms N1-99, N1-100, N1-102A, N1-102, N1-103A, N1-103 and N1-104A

Floor 9" X9" floor tile (white wiblue ~160 ft*/area N/A N/A N/A Assumed
marks)
Floor tile mastic ~160 ft*/area N/A N/A N/A Assumed
Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
In chases ( all rooms)
& above ceiling tile in | Pipe insulation — 103A No pipe 20-30 LF
99,102,103A- above, 102 8in damage piece B4 Damaged N/A N/A Assumed
\ " each
removed above chase, 99 can’t see/plaster ceiling
ceilings
Univents Transite panels (103 & 103A 3 of 4 16-32 ft¥/area Damage N/A N/A Assumed
front panels gone)
1% Floor, N wing, rooms N1-104B and N1-104
Floor 12" X 12" floor tile (gray w/white |14 (2 104 N/A N/A 8039 None detected
and dark gray mottles)
Floor tile mastic 160 ft?/area N/A N/A 8-040 2% Chrysotile
9” X 9” floor tile (N1-104B) 4-5 ft? N/A N/A N/A Assumed
Walls Sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2' X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
16-32ft°
Univents Transite Panels (104B) Damaged N/A N/A Assumed
8-16ft* (104)
1% Floor, N wing, room N1-108
Floor Terrazzo tile N/A N/A N/A N/A Non-suspect
Walls Tile/plaster N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
Univents Transite panels 16-32 ft? Damaged N/A N/A Assumed

VA Medical Center, Main Building, 1* Floor
Adelaide Environmental Health Services, Inc. — Project No. VAMC:10013.00-IN
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1% Floor, corridor N1-101

Floor ;2; ;ﬁlzt;g?;’ggl'ees()‘)ﬁ""’h ite w/light 1400 ft? N/A 1-224T N/A None detected
Floor tile mastic 1400 ft? N/A 1-224M N/A 8% Chrysotile
9” X 9” floor tile (by 104B) 6-8 ft N/A N/A N/A Assumed
Walls Plaster/tile N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 2’ ceiling tile N/A N/A N/A N/A Non-suspect
Univents 'rl;]rlz;r;;sr:tge) panels (front panels 16 ft? Damaged N/A N/A Assumed
Above-E-ceiling Pipe-insulation-in-deck - Removed N/A N/A N/A N/A Assumed
1*' Floor, N wing, room N1-96A
Floor 12" X 12” floor tile(over hard tile) 160 ft? N/A 1-225T N/A None detected
Floor tile mastic 160 ft? N/A 1-225M N/A None detected
Walls Plaster/tile N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
Univents Transite panels 16-32 ft? Damaged N/A N/A Assumed
1*' Floor, N wing, room N1-96
Floor 12” X12” floor tile (over hard tile) 50 ft? N/A N/A 1-225T None detected
Floor tile mastic 50 ft? N/A N/A 1-225M None detected

VA Medical Center, Main Building, 1* Floor
Adelaide Environmental Health Services, Inc. — Project No. VAMC:10013.00-IN
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1% Floor, N wing, room N1-97

Floor 12" X 12" floor tile (over hard tile) 160 ft? N/A N/A 1-225T None detected
Floor tile mastic 160 ft? N/A N/A 1-225M None detected

Univents Transite panels 16-32 ft? Damaged N/A N/A Assumed

1% Floor, N wing, room N1-98

Floor 12" X12” floor tile (over hard tile) 160 ft? N/A N/A 1-225T None detected
Floor tile mastic 160 ft* N/A N/A 1-225M None detected

Univents Transite panels 16-32 ft? Damaged N/A N/A Assumed

1% Floor, N wing, rooms N1-105A and N1-105

Floor 12” X 12” floor tile 160 ft*/area N/A N/A 1-225T None detected
Floor tile mastic 160 ft*/area N/A N/A 1-225M None detected
9” X 9” floor tile (under 12” X 127) 160 ft?/area N/A N/A N/A Assumed
Floor tile mastic 160 ft*/area N/A N/A N/A Assumed

Univents :rgiqsgfnzfgels (N1-105 missing 16-32 ft Damaged N/A N/A Assumed

1% Floor, N wing, room N1-109

Floor X1 ' ) - Remove ('j 300 ft? N/A N/A N/A N/A
Floortile-mastic- Removed 300 ft® N/A N/A N/A N/A

VA Medical Center, Main Building, 1* Floor
Adelaide Environmental Health Services, Inc. — Project No. VAMC:10013.00-IN
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Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2' X4’ ceiling tiles N/A N/A N/A Previously tested <1%
Qzﬁ;/e ceiling tile (N Pipe insulation 3LF Good N/A N/A Assumed
Univents Transite panels (front missing) 16 ft? Damaged N/A N/A Assumed

Comments: The front of the panels have been removed. The rear panes could not be observed at the time of this inspection and could be present.

1°' Floor, N wing, room N1-110

Floor 122 X12" floor-tiles - Removed 150 ft? N/A N/A N/A N/A
Floor tile-mastic - Removed 150 ft? N/A N/A N/A N/A

Walls Plaster N/A N/A N/A N/A Non-suspect

Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect

1* Floor, N wing, rooms N1-111, N1-112, N1-113, N1-114, N1-115, N1-116, N1-119

) ”

- 2
Floor Removed 180 ft N/A N/A 8-039 N/A
Floor-tile-mastic- Removed 180 ft? N/A N/A N/A N/A
Walls Plaster N/A N/A N/A N/A Non-suspect
Ceilings 2' X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
Univents Transite panels (front panels 16 ft? / Room Damaged N/A N/A Assumed
missing)
Chases Pipe insulation - Assume still there N/A N/A N/A N/A Assumed

VA Medical Center, Main Building, 1* Floor
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1°' Floor, N wing, room N1-120

Floor 122 X12" floor tile - Removed 200 ft? N/A N/A N/A N/A
Floor tile-mastic - Removed 200 ft? N/A N/A N/A N/A

1% Floor, N wing, rooms N1-121, N1-122, N1-123, and N1-124 - Removed

Walls Plaster/sheetroek NA NA NA NAA Nen-suspeet

1*' Floor, N wing, room N1-125

Floor 122 X42" fleor-tile - Removed 200 ft* N/A N/A N/A N/A
Floor-tile-mastie - Removed 200 ft* N/A N/A N/A N/A

Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect

Ceiling 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect

1°' Floor, N wing, room N1-130

Floor 422 X-12" fleor-tile - Removed 100 ft? N/A N/A N/A N/A
Floor tile-mastic - Removed 100 ft* N/A N/A N/A N/A

Walls Sheetrock N/A N/A N/A N/A Non-suspect

Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect

VA Medical Center, Main Building, 1* Floor
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1°' Floor, N wing, room N1-131

Floor 422 %-12" fleor-tile - Removed 50 ft? N/A N/A N/A N/A
Floor tile-mastic - Removed 50 ft? N/A N/A N/A N/A
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2' X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
1% Floor, N wing, telephone closet (off room N 1-136) and N1-128
Floor 12” X 12” floor ( telephone closet) 9t N/A N/A N/A Assumed
Floor tile mastic 9 ft? N/A N/A N/A Assumed
W i 251t? N/A N/A N/A Assumed
Floor tile-mastic - Removed 25 ft? N/A N/A N/A Assumed
1* Floor, N wing, room N1-32 — Not on prints or Field
Floor Rug over tile N/A N/A N/A N/A Non-suspect
12” X 12” floor tile 160 ft? N/A N/A N/A Assumed
Floor tile mastic 160 ft? N/A N/A N/A Assumed
Walls Plaster/sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2’ X 4’ ceiling tile N/A N/A N/A N/A Non-suspect
vAvg?I;/e ceiling tiles (N Pipe insulation 5LF Damaged N/A N/A Assumed

VA Medical Center, Main Building, 1* Floor
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15T Floor, N wing, rooms N1-134, N1-135, N1-136 ( dental area)

Floor Rug over concrete or terrazzo N/A N/A N/A N/A Non-suspect
Walls Sheetrock and joint material N/A N/A 1-189 N/A None detected
Above ceiling tiles

(wall by nurse’ Pipe-insulation- - Removed N/A N/A N/A N/A N/A
station)

1% Floor, halls (in dental areas)

Floor 122 X12" floor tile - Removed N/A N/A N/A N/A N/A
Floor-tile-mastic - Removed N/A N/A N/A N/A N/A

Walls Plaster/tile N/A N/A N/A N/A Non-suspect

Ceilings 2’ X 4’ Ceiling tile N/A N/A N/A N/A Non-suspect

1°' Floor, N wing, room N1-136A — Area not present

Floor 12" X 12” floor tile 320 ft® N/A N/A 8-039 None detected

Floor tile mastic 320 ft? N/A N/A 8-040 2% Chrysotile
Walls Sheetrock N/A N/A 1-189 N/A None detected
Ceilings 2’X4’ ceiling tile N/A N/A N/A N/A Non-suspect

1% Floor, N wing, room N1-137

12" X 12" floor tile (white w/tan &

2
dark tan mottles) 201t N/A N/A 5-69 None detected

Floor

Floor tile mastic 20ft N/A N/A 5-70 5% Chrysotile

VA Medical Center, Main Building, 1* Floor
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1* Floor, N wing, rooms N1-143, N1-142, N1-141, N1-140, N1-139 and N1-138

like worm markings)

Floor Rug over terrazzo N/A N/A N/A N/A Non-suspect
Walls Plaster / sheetrock N/A N/A N/A N/A Non-suspect
Ceilings 2’ x 2’ ceiling tile N/A N/A N/A N/A Non-suspect
Main Chapel and Sacristy
Floor of main chapel Elfgr‘f’fdgcgsg:egg n(g:;lg area) N/A N/A N/A N/A Non-suspect
Jvi'it)é/;i:kFézﬁglﬂ?n(gfkﬁﬁs‘)"” 940 ft? N/A C-149 N/A None detected
Floor tile mastic 940 ft* N/A C-159 N/A 2% Chrysotile
Floor of Sacristy 9” X 9° Floor tile 300 ft* N/A N/A N/A Assumed
Floor tile mastic 300 ft* N/A N/A N/A Assumed
Walls Sheetrock/joints N/A N/A N/A Previously tested None detected
Ceiling \2/;1?i(ezaiﬁ)”ri1r;gv$/i:§iI(tsgéI:%ug%h N/A N/A N/A N/A Non-suspect
Sacristy Closet Pipe insulation 30-40 ft S(ij%r:nifg:gagt N/A N/A Assumed
Eucharist Room (21-3)
Floor Ec?r?c(r)e\‘lteer wood underlayment over N/A N/A N/A N/A Non-suspect
Walls Sheetrock/ Joint N/A N/A N/A Previously tested None detected
Ceilings 2 X 4’ ceiling tile (off-white, crater- N/A Good C-148 N/A None detected
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S Office (21-4)

Floor Rug over 9” X 9” floor tile 150 ft? N/A N/A N/A Assumed
Mastic Assumed

Walls Sheetrock/Joints N/A N/A N/A N/A Non-suspect

Ceilings 2' X 4’ ceiling tiles (Not fire rated) N/A N/A N/A N/A Non-suspect

Hall to Chapel (21-13)

Floor 12" X 12" floor tile/carpet N/A N/A N/A N/A NO”‘S”SpeigéqSta"ed after
Pipes Pipe fitting insulation 1 fitting Good N/A N/A Assumed

NOTE: No suspect asbestos-containing material were observed in rooms C1-17, C1-31, C1-43, C1-44, C1-45,C1-51, C1-52, C1-104, C1-56A, N1-133, N1-132, main
hallway in dental areas, and crawlspace behind room C1-22 (mechanical room). The halls within the East wing have been recently renovated — no suspect

asbestos-containing materials observed. The Dental Wing was completely renovated since 2005 Inspection
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